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802.6.2 Termination Requirements. A gas vent shall terminate in accordance with one 

of the following: 

(1) Gas vents that are 12 inches (305 mm) or less in size and located not less than 8 feet 

(2438 mm) from a vertical wall or similar obstruction shall terminate above the roof in 

accordance with Figure 57 and Table 802.6.2. Gas vents that are over 12 inches (305 mm) 

in size or are located less than 8 feet (2438 mm) from a vertical wall or similar 

obstruction, shall terminate not less than 2 feet (610 mm) above a portion of a building 

within 10 feet (3048 mm) horizontally. 
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